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FRAME HEAT EXCHANGER PIPING DIAGRAM
NTS

DOMESTIC HOT WATER PLATE AND

4" CONCRETE EQUIPMENT PAD

FLANGE (TYP.)

TO DDC TO DDC

CONTROL VALVE (TYP.)

DOMESTIC HOT
WATER SUPPLY

HEATING HOT
WATER SUPPLY

DOMESTIC COLD
WATER SUPPLY

HEATING HOT
WATER RETURN

*IF GLYCOL, PIPE TO RECOVERY TANK

PRESSURE GAUGE (TYP.)

RELIEF VALVE
(TYP.)*

BALANCING VALVE (TYP.)
UP THRU 2"-CIRCUIT
SETTER ABOVE 2"-PLUG
VALVE W/ AP PARTS

THERMOMETER W/ STAINLESS
STEEL WELL (TYP.)

TEMPERATURE TRANSMITTER W/
STAINLESS STEEL WELL (TYP.)

1/2" SCH. 40 STEEL PIPE
AND THREADED FITTINGS

PLATE HEAT EXCHANGER
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